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EWYQO009-013AC 2 Viateriprg outet
3. Waterpiping inlet
4. Power supply cables intake
5. Field wiring intake
6. Service door switchbox
7. Service door hydraulic module
8. Service door compressor module
9. Service port
10. Pump
11. REMOCON kit to be installed indoors)
Q| 12. Air purge
I —¢ 13 Shut offvalve
T 14. Blow off valve
15. Blow off drain (flexible hose)
~ 16. Pressure gauge
& 17. Water filter
18. Expansion vessel + (18a) nipple
19, Switchbox terminals - (Field wiring)
- 20. Mainswitct
= 21. Drain & fill valve
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