EWA/YQ32BA

[ Models [ E T F 1T 6]
| EWAYQ32BAWN | 870 | 606 | 380 |
| EwavQo32BAWP | 850 | 595 | 385 |
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Required space around the unit for service
and air intake

Centre of gravity
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N-Model

P/HP-Model

I noTES
1 2
A 300 500
B 100 500
C 500 500
D 500 500

1= Distance from wall (or other unit) for
regions without heavy snowfall.

2= Distance from wall (or other unit) for
regions with heavy snowfall.
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