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A B C D E F G H L M N P Q R S T U V W 

FWS 02 584 224 498 51 458 163 263 149 198 187 335 99 189 486 208 198 436 464 61 

FWS 03 794 224 708 51 458 163 263 149 198 187 335 99 189 486 208 198 646 674 61 

FWS 06 1004 224 918 51 458 163 263 149 198 187 335 99 189 486 208 198 856 884 61 

FWS 08 1214 249 1128 48 497 185 259 155 220 195 348 120 215 478 234 208 1066 1094 67 
 
 
 
Minimum required installation space 
 
Keep at least 100 mm of free space at air inlet for a proper air suction and an easy removal of the filter. 
For ducted units the outlet/inlet grill surface must be at least equal to the outlet/inlet surface of the unit to 
avoid extra noise and strong performances reduction. 
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DESCRIPTION : Outlook drawings 

Date : 
Galletti : Daikin : Daikin : Daikin : Daikin : 
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