EVLQ-CV3

832
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Drain outlet
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Minimum space for air passage
Wall height on air outlet side = less than 1200

In case of removing stop valve

Liquid stop valve
(964 CuT)

Service port
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=
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300

Outdoor air
temperature
thermistor

Gas stop valve
(@159 QuT)
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