
VRVIII system indoor unit

OPERATION MANUAL

HXHD125A7V1B

 system indoor unit



CONTENTS Page

1. Definitions.................................................................................. 1
1.1. Meaning of warnings and symbols................................................. 1
1.2. Meaning of used terms .................................................................. 1

2. General safety precautions........................................................ 2

3. Introduction................................................................................ 2
3.1. General information........................................................................ 2
3.2. Scope of this manual ..................................................................... 2

4. Quick start-up of the unit ........................................................... 3
Space heating operation ................................................................ 3
Domestic water heating operation.................................................. 3

5. Operation of the unit .................................................................. 4
5.1. Remote controller buttons and icons.............................................. 4
5.2. Setting the clock............................................................................. 5
5.3. Space heating operation (h).......................................................... 6

Room temperature control ............................................................. 6
Leaving water temperature control................................................. 7

5.4. Domestic water heating operation (w) .......................................... 8
Automatic storage .......................................................................... 8
Manual storage .............................................................................. 9
Reheat ......................................................................................... 10
Disinfection operation................................................................... 10

5.5. Other operation modes ................................................................ 10
Start up operation (d) ........................................................... 10
Defrost operation (d) ............................................................ 10
Quiet mode operation (s) .......................................................... 10

5.6. Simultaneous demand of space heating and domestic water 
heating ......................................................................................... 11

5.7. Temperature read-out mode......................................................... 11
5.8. Schedule timer operation ............................................................. 11

Space heating .............................................................................. 11
Domestic water heating................................................................ 13
Quiet mode .................................................................................. 13

5.9. Programming and consulting the schedule timer ......................... 13
Programming space heating ........................................................ 14
Programming domestic water heating.......................................... 15
Programming quiet mode............................................................. 16
Consulting programmed actions .................................................. 17
Tips and tricks.............................................................................. 17

5.10. Operating the remote alarm option .............................................. 17
5.11. Operating the optional remote controller...................................... 17
5.12. Field settings................................................................................ 18

Procedure .................................................................................... 18
5.13. Field settings table ....................................................................... 19

6. Maintenance............................................................................ 21
6.1. Maintenance activities.................................................................. 21
6.2. Important information regarding the refrigerant used .................. 21

7. Troubleshooting ....................................................................... 21

Thank you for purchasing this unit.

The original instructions are written in English. All other languages
are translations of the original instructions.

This appliance is not intended for use by persons, including children,
with reduced physical, sensory or mental capabilities, or lack of
experience and knowledge, unless they have been given supervision
or instruction concerning use of the appliance by a person
responsible for their safety.
Children shall be supervised to ensure that they do not play with the
appliance.

1. DEFINITIONS

1.1. Meaning of warnings and symbols

Warnings in this manual are classified according to their severity and
probability of occurrence.

Some types of danger are represented by special symbols:

1.2. Meaning of used terms

Installation manual:

Instruction manual specified for a certain product or application,
explaining how to install, configure and maintain it.

Operation manual:

Instruction manual specified for a certain product or application,
explaining how to operate it.

Maintenance instructions:

Instruction manual specified for a certain product or application,
which explains (if relevant) how to install, configure, operate and/or
maintain the product or application.

Dealer:

Sales distributor for products as per the subject of this manual.

Installer:

Technical skilled person who is qualified to install products as per the
subject of this manual.

HXHD125A7V1B VRVIII system indoor unit Operation manual

CAREFULLY READ THESE INSTRUCTIONS BEFORE
OPERATING THE UNIT. THEY WILL TELL YOU HOW TO
USE THE UNIT PROPERLY. KEEP THIS MANUAL IN A
HANDY PLACE FOR FUTURE REFERENCE.

CAUTION

■ This unit contains electrical and hot parts.

■ Before operating the unit, be sure the installation has
been carried out correctly by an installer.
If you feel unsure about operation, contact your
installer for advice and information.

DANGER

Indicates an imminently hazardous situation which, if not
avoided, will result in death or serious injury.

WARNING

Indicates a potentially hazardous situation which, if not
avoided, could result in death or serious injury.

CAUTION

Indicates a potentially hazardous situation which, if not
avoided, may result in minor or moderate injury. It may also
be used to alert against unsafe practices.

NOTICE

Indicates situations that may result in equipment or
property-damage accidents only.

INFORMATION

This symbol identifies useful tips or additional information.

Electric current.

Danger of burning and scalding.
Operation manual
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User:

Person who is owner of the product and/or operates the product.

Service company:

Qualified company which can perform or coordinate the required
service to the unit.

Applicable legislation:

All international, European, national and local directives, laws,
regulations and/or codes which are relevant and applicable for a
certain product or domain.

Accessories:

Equipment which is delivered with the unit and which needs to be
installed according to instructions in the documentation.

Optional equipment: 

Equipment which can optionally be combined to the products as per
the subject of this manual.

Field supply:

Equipment which needs to be installed according to instructions in
this manual, but which are not supplied by Daikin.

2. GENERAL SAFETY PRECAUTIONS

The precautions listed here are divided into the following four types.
They all cover very important topics, so be sure to follow them
carefully.

3. INTRODUCTION

3.1. General information

The unit is the indoor part of the air to water REYAQ heat pump. The
unit is designed for floor standing indoor installation and used for
heating applications. The unit can be combined with space heating
radiators (field supply) and with an EKHTS200/260AC domestic hot
water tank (option).

A remote controller with room thermostat functionality is standard
supplied with this unit to control your installation.

Refer to the installation manual for the list of options.

3.2. Scope of this manual

This manual describes how to start up and switch off the unit, set
parameters and configure the schedule timer by means of the
controller, maintain the unit and solve operational problems.

DANGER: ELECTRICAL SHOCK

Switch off all power supply before removing the switchbox
service panel or before making any connections or
touching electrical parts.

Do not touch any switch with wet fingers. Touching a switch
with wet fingers can cause electrical shock. Before
touching electrical parts, turn off all applicable power
supply.

To avoid electric shock, be sure to disconnect the power
supply 1 minute or more before servicing the electrical
parts. Even after 1 minute, always measure the voltage at
the terminals of main circuit capacitors or electrical parts
and, before touching, be sure that those voltages are
50 V DC or less.

When service panels are removed, live parts can easily be
touched by accident. Never leave the unit unattended
during installation or servicing when the service panel is
removed.

DANGER: DO NOT TOUCH PIPING AND INTERNAL
PARTS

Do not touch the refrigerant piping, water piping or internal
parts during and immediately after operation. The piping
and internal parts may be hot or cold depending on the
working condition of the unit.

Your hand may suffer burns or frostbite if you touch the
piping or internal parts. To avoid injury, give the piping and
internal parts time to return to normal temperature or, if
you must touch them, be sure to wear protective gloves.

NOTICE

An HXHD125 indoor unit can only be connected to an
REYAQ outdoor unit.

INFORMATION

The installation of the indoor unit(s) is described in the
indoor unit installation manual.
HXHD125A7V1B
VRVIII system indoor unit
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4. QUICK START-UP OF THE UNIT

In this chapter the step-by-step procedure is explained for starting up
space heating and domestic water heating.

The more detailed information of how the unit must be operated is
explained in the chapter "5. Operation of the unit" on page 4.

The quick start-up offers the user the possibility to start up the
system before reading the entire manual.

Space heating operation

Domestic water heating operation

Manual storage

Push the bi or bj button

Display: 88888888....8888 starts 
blinking Display: "n"

Set desired room 
temperature (e.g. 22°C)

The remote controller 
room thermostat 

function is not installed

Push the ébi or ébj 
button

You have "room 
temperature based" 

control of your system 
(remote controller room 
thermostat is installed)

You have "leaving water 
temperature based" control of 

your system

Set desired leaving water 
temperature (e.g. 65°C)

If the display is blank, 
automatic leaving water 

temperature is enabled in heating 
operation

Push the y button

The 0 LED will light up and the unit 
will start

For further details and advised 
settings, see "5.3. Space heating 

operation (hhhh)" on page 6.

Domestic water heating (only if domestic hot water tank option is installed)

Automatic storage (daily water heat-up, once during night and/or once during 
day)

Turn on field setting [1-00] 
and or [1-02] and then push 
the rp button.
See "Automatic storage" on 
page 8.

The p icon will display.
Hot water will be produced at next scheduled 
action.
When water heat-up starts, the w icon will 
be blinking (1 second interval).

Manual storage (one time water heat-up)(refer to scheme below)

Push and hold the w button 
for 5 seconds.
See "Manual storage" on 
page 9.

The w icon will start blinking (1 second 
interval).
Hot water will be produced.

Reheat (continuous, keeping the minimum water temperature)

Push the w button 1 time.
See "Reheat" on page 10.

Hot water will be produced if the domestic hot 
water tank temperature is below the selected 
value.
Water will be heated up until the selected 
value is reached.

Push and hold the w button for 
5 seconds

Display: w icon starts blinking Display: "n"

Your water will be heated till 
storage set point (one time action)

The domestic hot water tank is not 
installed

For further details and advised 
settings, see "5.4. Domestic 

water heating operation (wwww)" on 
page 8
Operation manual

3
HXHD125A7V1B

VRVIII system indoor unit
4PW62585-1 – 11.2010



5. OPERATION OF THE UNIT

The remote controller offers full control over your installation. It can
control all heating applications which vary in capacity, electrical
supply and installed equipment (options). Operating the HXHD125
unit comes down to operating the remote controller.

5.1. Remote controller buttons and icons

1. ON/OFF BUTTON y
The ON/OFF button starts or stops the space heating/cooling.
Pressing the ON/OFF button consecutively too many times may
cause malfunction of the system (maximum 20 times per hour).

2. OPERATION LED 0
The operation LED is lit during space heating/cooling operation.
The LED blinks if a malfunction occurs. When the LED is OFF,
space heating/cooling is inactive while an other operation mode
can still be active.

3. OPERATION MODE ICONS h, w, s
These icons indicate the current operation mode(s): space
heating (h), domestic water heating (w) or quiet mode (s).
Within limits, different modes can be combined, e.g. space
heating and domestic water heating. The corresponding mode
icons will be displayed simultaneously.

If the domestic hot water tank is not installed, the w icon will
never be displayed.

4. EXTERNAL CONTROL ICON e
This icon indicates that the outdoor unit is working in a forced
operation. As long as this icon is displayed, the remote controller
cannot be operated.

5. DAY OF THE WEEK INDICATOR 1234567

This indicator shows the current day of the week.

When reading or programming the schedule timer, the indicator
shows the set day.

6. CLOCK DISPLAY 8
The clock display shows the current time.

When reading or programming the schedule timer, the clock
display shows the action time.

7. SCHEDULE TIMER ICON p
This icon indicates that the schedule timer is enabled.

8. ACTION ICONS Q
These icons indicate the programming actions for each day of
the schedule timer.

9. OFF ICON x
This icon indicates that the OFF action is selected when
programming the schedule timer.

10. INSPECTION REQUIRED k and l
These icons indicate that inspection is required on the
installation. Consult your dealer.

11. TEMPERATURE DISPLAY 9
The display shows the current temperature of the installation
either leaving water set point temperature or actual room
temperature.
When changing the room temperature set point, the set point will
be flashing for 5 seconds and then return to the actual room
temperature.

12. SETTING $
When you enter field setting in the field setting mode, this will be
indicated. See "5.11. Operating the optional remote controller"
on page 17.

13. NOT AVAILABLE n
This icon is displayed whenever a non-installed option is
addressed or a function is not available. A function not available
can mean insufficient permission level or can mean that a slave
remote controller is used (see installation manual).

INFORMATION

It is advised to use the remote controller, which includes
room thermostat function, delivered with the unit.

This will prevent excessive space heating and will stop the
outdoor and indoor unit when the room temperature is
above the thermostat set point. Based on the request from
the user there is an immediate feedback to the compressor
control which optimizes the performance.

Refer to the typical application examples in the indoor
installation manual for more details.

WARNING

■ Never let the remote controller get wet. This may
cause an electric shock or fire.

■ Never press the buttons of the remote controller with a
hard, pointed object. This may damage the remote
controller.

■ Never inspect or service the remote controller
yourself, ask a qualified service person to do this.

■ Do not rinse the indoor unit. This may cause electric
shock or fire.

■ Do not climb, sit or stand on top of the unit.

■ Do not place any objects or equipment on the unit top
plate.

INFORMATION

Remark that pushing the y button has no influence
on the domestic water heating. Domestic water
heating is only switched on or off by means of the w
button and/or disabling the storage schedule timer.
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Master Slave

Permission

level 2 level 3

Operation ON/OFF ✔ ✔ ✔ ✔

Domestic water heating operation ON/
OFF

✔ ✔ ✔ ✔

Setting the leaving water temperature ✔ ✔ ✔ —

Setting the room temperature ✔ ✔ ✔ ✔

Quiet mode ON/OFF ✔ ✔ — —

Weather dependent set point operation 
ON/OFF

✔ ✔ ✔ —

Setting the clock ✔ ✔ — —

Programming the schedule timer ✔ — — —

Schedule timer operation ON/OFF ✔ — ✔ ✔

Field settings ✔ — — —

Error code display ✔ ✔ ✔ ✔

Test operation ✔ ✔ — —

✔ = operable
HXHD125A7V1B
VRVIII system indoor unit
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14. DEFROST/START UP MODE ICON d
This icon indicates that the defrost/start up mode is active.

15. COMPRESSOR ICON ç
This icon indicates that the compressor in the indoor unit of the
installation is active.

16. PUMP ICON é
This icon indicates that the heating circulation pump is active.

17. OUTDOOR TEMPERATURE DISPLAY u
When this icon is flashing, the outdoor ambient temperature is
displayed. Refer to "5.7. Temperature read-out mode" on
page 11 for more information.

18. WEATHER DEPENDENT SET POINT ICON a
This icon indicates that the controller will adapt the leaving water
temperature set point automatically, based on the outdoor
ambient temperature.

19. TEMPERATURE ICON b
This icon is displayed when the actual room temperature or
room temperature set point are shown.
The icon is also displayed when the temperature set point is set
in schedule timer programming mode. Refer to
"5.7. Temperature read-out mode" on page 11 for more
information.

20. TEST OPERATION ICON t
This icon indicates that the unit runs in test mode.

21. FIELD SET CODE ;
This code represents the code from the field set list. Refer to the
"5.13. Field settings table" on page 19.

22. ERROR CODE :
This code refers to the error code list and is for service purposes
only. Refer to the error code list in the installation manual.

23. DOMESTIC WATER HEATING BUTTON w
This button enables or disables the different domestic hot water
modes in combination with the schedule timer button.
This button is not used when the domestic hot water tank is not
installed.

24. WEATHER DEPENDENT SET POINT BUTTON ba

This button enables or disables the weather dependent set point
function which is available in space heating operation.
If the controller is set to permission level 3 (refer to "Field
settings" in the installation manual), the weather dependent set
point button will not be operable.

25. INSPECTION/TEST OPERATION BUTTON z
This button is used for installation purposes and changing field
settings. Refer to "5.12. Field settings" on page 18.

26. PROGRAMMING BUTTON <
This multi-purpose button is used to program the controller. The
function of the button depends on the actual status of the
controller or on previous actions carried out by the operator.

27. SCHEDULE TIMER BUTTON r/p
The main function of this multi-purpose button is to enable/
disable the schedule timer.
The button is also used to set the clock and to program the
controller. The function of the button depends on the actual
status of the controller or on previous actions carried out by the
operator.

28. TIME ADJUST BUTTONS pi and pj

These multi-purpose buttons are used to adjust the clock, to
toggle between temperatures (water inlet/outlet temperature of
the indoor unit, outdoor ambient temperature, actual room
temperature and domestic hot water temperature) and in
schedule timer programming mode.

29. LEAVING WATER TEMPERATURE ADJUST BUTTONS
ébi and ébj

These buttons are used to adjust the leaving water temperature
set point in normal operation mode or in schedule timer
programming mode.
If the controller is set to permission level 3 (refer to "Field
settings" in the installation manual), the leaving water
temperature adjust button will not be operable.
In case the weather dependent set point operation is selected,
the unit has a floating set point. In this case, the a icon as well
as the shift value (in case not zero) will display.

30. ROOM TEMPERATURE ADJUST BUTTONS bi and bj

These multi-purpose buttons are used to adjust the current room
temperature set point in normal operation mode or in schedule
timer programming mode.
When changing the room temperature set point, the set point
value on the display will be flashing. After 5 seconds the display
will show to the actual room temperature.

31. QUIET MODE BUTTON s
This button enables or disables quiet mode.
If the controller is set to permission level 2 or 3 (refer to "Field
settings" in the installation manual), the quiet mode button will
not be operable.

32. The = button is not used.

5.2. Setting the clock

After initial installation, the user can set the clock and day of the week.

The remote controller is equipped with a schedule timer that enables
the user to schedule operations. Setting the clock and day of the
week is required to be able to use the schedule timer.

1 Hold down the pr button for 5 seconds.

The clock read-out and the day of week indicator start flashing.

2 Use the pi and pj buttons to adjust the clock.

Each time the pi or pj button is pressed, the time will
increase/decrease by 1 minute. Keeping the pi or pj

button pressed will increase/decrease the time by 10 minutes.

3 Use the ébi or ébj button to adjust the day of the
week.

Each time the ébi or ébj button is pressed the next or
previous day is displayed.

4 Press the < button to confirm the current set time and day of the
week.

To leave this procedure without saving, press the pr button.
If no button is pressed for 5 minutes the clock and day of the
week will return to their previous setting.

INFORMATION

Remark that pushing the y button has no influence
on the domestic water heating. Domestic water
heating is only switched on or off by means of the w
button and/or disabling the storage schedule timer.

INFORMATION

■ The clock needs to be set manually. Adjust the setting
when switching from summertime to wintertime and
vice versa.

■ If the controller is set to permission level 2 or 3 (refer
to "Field settings" in the installation manual), setting
the clock will not be possible.

■ A power failure exceeding 1 hour will reset the clock
and the day of the week. The schedule timer will
continue operation, but with a disordered clock.
Therefor it will be needed to correct the clock and the
day of the week.
Operation manual
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5.3. Space heating operation (hhhh)

Space heating operation can be controlled in two different ways:

■ based on room temperature,

■ based on leaving water temperature.

The purpose of each operation and how the configuration is done, is
explained below.

Room temperature control

In this mode, heating will be activated as required by the room
temperature set point. The set point can be set manually or through
the schedule timer.

Selecting space heating operation

1 Use the y button to switch ON/OFF space heating (h).

Icon h appears on the display as well as the corresponding
actual room temperature.
The operation LED 0 lights up.

2 Use the bi and bj buttons to set the desired room
temperature.

Temperature range for heating: 16°C~32°C (room temperature)
In order to avoid overheating, space heating is not operable
when the outdoor ambient temperature rises above a certain
temperature (see operation range).
Refer to "5.9. Programming and consulting the schedule timer"
on page 13 for setup of the schedule timer function.

3 Use the ébi and ébj buttons to select the leaving
water temperature which you want to be used to heat up your
system (for detailed information see "Leaving water temperature
control" on page 7).

Automatic setback function

Setback function provides the possibility to lower the room
temperature. The setback function can for instance be activated
during the night because the temperature demands during night and
day are not the same.

The setback function is configured through field settings. Refer to the
chapter "5.12. Field settings" on page 18 for a detailed description
how to set one or more field settings.

■ [2-00] Status: defines whether the setback function is turned ON
(1) or OFF (0)

■ [2-01] Start time: time at which setback is started

■ [2-02] Stop time: time at which setback is stopped

■ [5-03] Room setback temperature

INFORMATION

When using room temperature control, space heating
operation based on room temperature will have priority
over leaving water control.

Note that it is possible that the leaving water temperature
becomes higher than the set point if the unit is controlled
by room temperature.

INFORMATION

■ Remark that the b icon will be flashing during setback
operation.

■ By default the setback function is enabled.

■ The setback function can be combined with the
automatic weather dependent set point operation.

■ Setback function is an automatic daily scheduled
function.

A Normal room temperature set point

t Time

T Temperature

INFORMATION

■ While room temperature setback function is active,
leaving water setback operation is also performed
(see "Leaving water temperature control" on page 7).

■ Pay attention not to set the setback value too low,
especially during colder periods (e.g. winter time). It is
possible that the room temperature can not be
reached (or it will take a much longer time) because of
the big temperature difference

[2-01] [2-02]

A

T

t

21°C

[5-03] 18°C
HXHD125A7V1B
VRVIII system indoor unit
4PW62585-1 – 11.2010
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Leaving water temperature control

In this mode, heating will be activated as required by the water
temperature set point. The set point can be set manually or through
the schedule timer or weather dependent (automatic).

Selecting space heating operation

1 Use the y button to switch ON/OFF space heating (h).

Icon h appears on the display as well as the corresponding
water temperature set point.
The operation LED 0 lights up.

2 Use the ébi and ébj buttons to set the desired leaving
water temperature.

Temperature range for heating: 25°C~80°C (leaving water
temperature)
In order to avoid overheating, space heating is not operable
when the outdoor ambient temperature rises above a certain
temperature (see operation range).

Refer to "Remote controller schedule timer" for setup of the schedule
timer function.

Selecting weather dependent set point operation

When weather dependent operation is active, the leaving water
temperature is determined automatically depending on the outdoor
temperature: colder outdoor temperatures will result in warmer water
and vice versa. The unit has a floating set point. Activating this
operation will result in a lower power consumption than use with a
manually fixed leaving water set point.

During weather dependent operation, the user has the possibility to
shift up or down the target water temperature by a maximum of 5°C.
This shift value is the temperature difference between the
temperature set point calculated by the controller and the real set
point. E.g. a positive shift value means that the real temperature set
point will be higher than the calculated set point.

It is advised to use the weather dependent set point because it
adjusts the water temperature to the actual needs for space heating.
It will prevent the unit from switching too much between thermo ON
operation and thermo OFF operation when using the remote
controller room thermostat or external room thermostat.

1 Press the ba button 1 time to select weather dependent set
point operation (or 2 times when the remote controller room
thermostat function is used).

Icon a appears on the display as well as the shift value. The
shift value is not shown in case it is 0.

2 Use the ébi and ébj buttons to set the shift value.

Range for the shift value: –5°C to +5°C

Icon a will be displayed as long as the weather dependent set
point operation is enabled.

3 Press the ba button to deactivate weather dependent set point
operation.

The ébi and ébj buttons are used to set the leaving
water temperature.

Field settings define the parameters for the weather dependent
operation of the unit. Refer to "5.12. Field settings" on page 18 for a
detailed description how to set one or more field settings.

■ [3-00] Low ambient temperature (Lo_A): low outdoor
temperature.

■ [3-01] High ambient temperature (Hi_A): high outdoor
temperature.

■ [3-02] Set point at low ambient temperature (Lo_Ti): the target
outgoing water temperature when the outdoor temperature
equals or drops below the low ambient temperature (Lo_A).

Note that the Lo_Ti value should be higher than Hi_Ti, as for
colder outdoor temperatures (i.e. Lo_A) warmer water is required.

■ [3-03] Set point at high ambient temperature (Hi_Ti): the target
outgoing water temperature when the outdoor temperature
equals or rises above the high ambient temperature (Hi_A).

Note that the Hi_Ti value should be lower than Lo_Ti, as for
warmer outdoor temperatures (i.e. Hi_A) less warm water
suffices.

NOTICE

■ When an external room thermostat is installed, the
thermo ON/OFF is determined by the external room
thermostat. The remote controller is then operated in
the leaving control mode and is not functioning as a
room thermostat.

■ The remote controller ON/OFF status always has
priority over the external room thermostat!

INFORMATION

During this operation, instead of showing the water
temperature set point, the controller shows the shift value
which can be set by the user.

Tt Target water temperature

TA Ambient (outdoor) temperature

Shift value = Shift value

INFORMATION

If by mistake the value of [3-03] is set higher than the value
of [3-02], the value of [3-03] will always be used.

Lo_Ti

Lo_A Hi_A TA

Tt

+ 05

00

– 05

Hi_Ti Shift value
Operation manual

7
HXHD125A7V1B

VRVIII system indoor unit
4PW62585-1 – 11.2010



Automatic setback function

Setback function provides the possibility to lower the room
temperature. The setback function can for instance be activated
during the night because the temperature demands during night and
day are not the same.

The setback function is configured through field settings. Refer to
"5.12. Field settings" on page 18 for a detailed description how to set
one or more field settings.

■ [2-00] Status: defines whether the setback function is turned ON
(1) or OFF (0)

■ [2-01] Start time: time at which setback is started

■ [2-02] Stop time: time at which setback is stopped

■ [5-02] Leaving water setback temperature (temperature drop)

5.4. Domestic water heating operation (wwww)

For the domestic water heating mode, several operations are
possible:

■ storage operation (either automatic or manually set)

■ reheat operation

■ disinfection operation

The purpose of each operation, and how the configuration is done, is
explained below.

Domestic water heating modes

Automatic storage

In this mode, the indoor unit will deliver hot water to the domestic hot
water tank based on the daily fixed pattern. This mode will continue
until the storage temperature set point is reached. During operation
of this mode, the w icon will be blinking with 1 second intervals. 

Automatic storage is the recommended domestic hot water mode. In
this mode, water heats up during the night (when space heating
requirements are lower) until the storage temperature set point is
reached. The heated water is stored in the domestic hot water tank at
a higher temperature so it can fulfil the domestic hot water
requirements throughout the day.

INFORMATION

■ Remark that the b icon will be flashing during setback
operation.

■ By default the setback function is enabled.

■ The setback function can be combined with the
automatic weather dependent set point operation.

■ Setback function is an automatic daily scheduled
function.

A Normal leaving water temperature set point

B Leaving water temperature, including the leaving water setback 
temperature

t Time

T Temperature

[2-01] [2-02]

B

A

T

t

65°C

60°C

5°C [5-02]

INFORMATION

Any domestic water heating operation is impossible when
the domestic hot water tank is not installed.

A Storage operation (if activated)

B Reheat operation (if activated)

C Disinfection operation (if activated)

Field settings

D Disinfection operation temperature [5-00] (e.g. 70°C)

E Hot water storage temperature [b-03] (e.g. 60°C)

F Reheat maximum water temperature [b-01] (e.g. 45°C)

G Reheat minimum water temperature [b-00] (e.g. 35°C)

t Time

T Domestic hot water tank temperature

INFORMATION

Remark that the w icon will only be blinking during
effective automatic storage operation. Presence of the
permanently lit w icon does not mean that automatic
storage is enabled, but only means that reheat is enabled.

During operation it is always possible to cancel the
operation by pushing the w button once.

Be aware that after pushing the w button, it is possible
that the permanently lit w icon still displays.

A B C
D

E

F

G

T

t
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The storage temperature set point and the timing are field settings.
Refer to "5.12. Field settings" on page 18 for a detailed description
how to set one or more field settings.

■ [1-00] Status: defines whether the domestic water heating
(storage mode) during night is enabled (1) or not (0).

■ [1-01] Start time: time of the night at which the domestic water
should be heated.

■ [1-02] Status: defines whether the domestic water heating
(storage mode) during daytime is enabled (1) or not (0).

■ [1-03] Start time: time of the day at which the domestic water
should be heated.

■ [b-03] set point: storage temperature (see figure "Domestic
water heating modes" on page 8) only valid if [b-02]=0.

■ [b-02] Status: defines whether the weather dependent domestic
water heating is turned ON (1) or OFF (0).
If enabled, the storage set point will be set weather dependent.
In case of a higher ambient temperature (e.g. during summer-
time), temperature of supply water to the domestic hot water
tank will be higher too, so that storage temperature set point can
be set lower in order to keep the overall equivalent hot water
amount the same during the whole year. Therefore it is
recommended to use this function.

■ [b-04] Automatic maximum domestic hot water storage
temperature: default = 70°C.

Manual storage

This mode is to be selected manually and will make the indoor unit
immediately deliver hot water to the domestic hot water tank. This
mode will continue until the storage temperature set point is reached.
It is a one-time hot water making feature.

Selecting manual storage operation for domestic water heating

1 Push and hold the w button for 5 seconds to activate manual
storage operation.

The w icon will start blinking with 1 second intervals.

The storage temperature set point is a field setting. Refer to
"5.12. Field settings" on page 18 for a detailed description how to set
one or more field settings.

■ [b-03] set point: storage temperature (see figure "Domestic
water heating modes" on page 8) only valid if [b-02]=0.

■ [b-02] Status: defines whether the weather dependent domestic
water heating is turned ON (1) or OFF (0).
If enabled, the storage set point will be set weather dependent.
In case of a higher ambient temperature (e.g. during summer-
time), temperature of supply water to the domestic hot water
tank will be higher too, so that storage temperature set point can
be set lower in order to keep the overall equivalent hot water
amount the same during the whole year. Therefor it is
recommended to use this function.

■ [b-04] Automatic maximum domestic hot water storage
temperature: default = 70°C.

Manual storage is deactivated automatically when the set point for
the domestic hot water storage temperature is reached. It can also be
stopped at any time by pushing the w button.

INFORMATION

Be aware that despite the automatic storage is a
pre-programmed schedule timer, it is only active when the
schedule timer is enabled. This means that you have to
push the rp button and confirm that the p is displayed to
make sure that the automatic storage will operate.

A Ambient temperature

T Domestic hot water storage temperature

INFORMATION

■ The ambient temperatures for weather dependent
domestic water heating (see figure) are fixed and can
not be changed.

■ If weather dependent domestic water heating is
enabled [b-02], the storage temperature will be set
automatically and the field setting [b-03] will be of no
importance.

INFORMATION

■ Make sure the domestic hot water is only heated up to
the domestic hot water temperature you require. 
Start with a low domestic hot water storage
temperature set point, and only increase if you feel
that the domestic hot water supply temperature is not
sufficient for your needs (this depends on your water
using pattern).

■ Make sure the domestic hot water is not heated
unnecessary. Start with activating automatic storage
during night (default setting). If it seems that the
domestic hot water night storage operation is not
sufficient for your needs, an additional storage during
daytime can be set.

■ For energy-saving purposes, it is advised to enable
the weather dependent domestic water heating.

T

A

[b-04]

55°C

15°C 25°C

INFORMATION

Remark that the w icon will only be blinking during
effective operation.

During the operation it is always possible to cancel the
operation by pushing the w button once. 

Be aware that after pushing the w button, it is
possible that the permanently lit w icon still displays,
meaning that the reheat function is enabled.

A Ambient temperature

T Domestic hot water storage temperature

INFORMATION

■ The ambient temperatures for weather dependent
domestic water heating (see figure) are fixed and can
not be changed.

■ If weather dependent domestic water heating is
enabled [b-02], the storage temperature will be set
automatically and the field setting [b-03] will be of no
importance.

T

A

[b-04]

55°C

15°C 25°C
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Reheat

This mode will prevent the domestic hot water from cooling down
lower than a certain temperature. When enabled the indoor unit will
deliver hot water to the domestic hot water tank when the reheat
minimum value is reached. The domestic water heating will continue
until the reheat maximum temperature is reached.

Selecting reheat operation for domestic water heating

1 Use the w button to enable reheat operation.

The w icon will display.

2 Press the w button again to disable reheat operation.

The w icon disappears.

The reheat minimum and reheat maximum temperature set points
are field settings. Refer to "5.12. Field settings" on page 18 for a
detailed description how to set one or more field settings.

■ [b-00] Set point: reheat minimum temperature (see figure
"Domestic water heating modes" on page 8).

■ [b-01] Set point: reheat maximum temperature (see figure
"Domestic water heating modes" on page 8).

Disinfection operation

This mode will disinfect the domestic hot water tank by periodically
heating the domestic water to a specific temperature. During the
operation of this mode the w icon will be blinking rapidly with 0.5
second intervals. 

The disinfection temperature set point is a field setting as are the
retention time, day and hour. Refer to "5.12. Field settings" on page 18
for a detailed description how to set one or more field settings.

■ [4-00] Status: defines whether the disinfection function is turned
ON (1) or OFF (0).

■ [4-01] Operation interval: day of the week at which the domestic
water should be heated.

■ [4-02] Start time: time at which the disinfection operation is
started.

■ [5-00] Set point: Disinfection water temperature to be reached
(see figure "Domestic water heating modes" on page 8).

■ [5-01] Duration: time period defining how long the disinfection
set point temperature should be maintained.

Even if all schedule timers are de-activated and there is no reheat
function active, the disinfection function will operate if a domestic hot
water tank is installed and field setting [4-00] is set to ON.

5.5. Other operation modes

Start up operation (d)

During start up, the d icon displays, indicating that the heat
pump is starting up and is not working in a steady state condition.

Defrost operation (d)

In space heating operation or domestic water heating operation,
freezing of the outdoor heat exchanger may occur due to low outdoor
temperature. If this risk occurs, the system goes into defrost
operation. During defrost operation, space heating or domestic hot
water operation is not possible.

Quiet mode operation (s)

Quiet mode operation means that the indoor unit works at reduced
compressor speed so that the noise produced by the indoor unit
drops. This implies that it will take longer till the required temperature
set point is reached. Beware of this when a certain level of heating is
required indoors.

Selecting quiet mode operation

1 Use the s button to activate quiet mode operation.

The s icon displays.
If the controller is set to permission level 2 or 3 (refer to "Field
settings" in the installation manual), the s button is not
operable.

2 Press the s button again to deactivate quiet mode operation.

The s icon disappears.

There are 3 different levels of quiet mode operation. The desired
quiet mode is set through a field setting. Refer to "5.12. Field
settings" on page 18 for a detailed description how to set one or more
field settings.

■ [8-03] Status: defines the level of low noise operation (quiet
mode).

INFORMATION

Remark that the w icon will be continuously lit as long
as the reheat function is enabled. It is not possible to
see when the indoor unit is reheating the domestic hot
water tank.

INFORMATION

Remark that pushing the y button has no influence on
the domestic water heating. Domestic water heating is only
switched on or off by means of the w button and/or
disabling the storage schedule timer.

INFORMATION

Remark that the w icon will only be blinking during
effective operation.

During the operation it is always possible to cancel the
disinfection function by pushing the w button once.

Be aware that after pushing the w button, it is possible
that the permanently lit w icon still displays, meaning that
the reheat function is enabled.

NOTICE

If a domestic hot water tank is installed, the disinfection
function is enabled by default.
HXHD125A7V1B
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5.6. Simultaneous demand of space heating and 
domestic water heating

The unit can not perform domestic water heating and space heating
at the same time. If both modes are requested at the same time, the
unit will heat up till the reheat maximum temperature in 1 time. During
this period, space heating is not possible.

■ If you are using the remote controller room temperature control:
When the reheat temperature is reached, the further heat up of
the domestic hot water tank will be decided by the remote
controller room thermostat in order to prevent the room
temperature to drop too much.

■ If you are using the external room thermostat:
When the reheat temperature is reached, the further heat up of
the domestic hot water tank will be decided by the external room
thermostat thermo conditions and running timers which are
programmed by your installer.

■ If you are using the remote controller leaving water temperature
control:
When the reheat temperature is reached, the further heating up
of the domestic hot water tank will be decided by the running
timers which are programmed by your installer.

5.7. Temperature read-out mode

On the remote controller, the actual temperatures can be displayed.

1 Push and hold the ba button for 5 seconds.

The heating/cooling leaving water temperature is displayed
(icons l and = and é are blinking).

2 Use the pi and pj buttons to display:

■ The entering water temperature (icons l and = are
blinking and the é icon is flashing slowly).

■ The indoor temperature (icons l and = are blinking).

■ The outdoor temperature (icons l and u are blinking).

■ The hot water supply tank temperature (icons l and w are
blinking).

3 Push the ba button again to leave this mode. If no button is
pressed, the remote controller leaves the display mode after 10
seconds.

5.8. Schedule timer operation

In schedule timer operation, the installation is controlled by the
schedule timer. The actions programmed in the schedule timer will be
executed automatically.

The schedule timer is enabled (p icon displayed) or disabled (p icon
not displayed) by pressing the pr button.

Space heating

Refer to "Programming space heating" on page 14.

4 actions per day of the week can be programmed, totalling 28
actions.

The space heating schedule timer can be programmed in 2 different
ways: based on the temperature set point (both leaving water
temperature and room temperature) and based on the ON/OFF
instruction.

The desired method is set through field setting. Refer to "5.12. Field
settings" on page 18 for a detailed description how to set one or more
field settings.

■ [0-03] Status: defines whether ON/OFF instruction can be used
in the schedule timer for space heating.

In the following tables both methods on how to interpret the schedule
timer are shown.

A Storage temperature

B Reheat maximum temperature

t Time

T Domestic hot water storage temperature

T

A

B

t

INFORMATION

By default space heating based on temperature set point
(method 1) is enabled, so only temperature shifts are
possible (no ON/OFF instruction).

Advantage of this method is that you can simply switch off
the space heating operation by pushing the y button
without disabling the automatic domestic hot water storage
operation (e.g. during summertime when no space heating
is required).

Method 1
[0-03]=1 (default) Space heating based on temperature set point(a)

(a) For leaving water temperature and/or room temperature

During operation During schedule timer operation the operation LED is lit 
continuously.

When pushing 
the y button

The schedule timer for space heating will stop and will 
not start again.
The controller will be switched off (operation LED will 
stop working).
However, the schedule timer icon will stay displayed 
which means that the domestic water heating stays 
enabled.

When pushing 
the r/p button

The schedule timer for space heating and domestic 
water heating along with the quiet mode will be stopped 
and will not start again.
The schedule timer icon will not be displayed anymore.
Operation manual
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Operation example: Schedule timer based on temperature set
points

Operation example: Schedule timer based on ON/OFF instruction

When setback function is enabled, the setback operation will have
priority over the scheduled action in the schedule timer if ON
instruction is active. If OFF instruction is active this will have priority
over the setback function. At any time the OFF instruction will have
the highest priority.

INFORMATION

When setback function is enabled, the setback operation
will have priority over the scheduled action in the schedule
timer.

1 Schedule timer

2 Setback function

3 When both setback function and schedule timer are enabled

A Setback function

t Time

T Temperature set point

Room temperature

Leaving water temperature

Method 2
[0-03]=0 Space heating based on ON/OFF instruction

During operation When the schedule timer switches space heating OFF, 
the controller will be switched off (operation LED will stop 
working). Note that this has no influence on the domestic 
water heating.

When pushing 
the y button

The schedule timer for space heating will stop (when 
active at that moment) and will start again at the next 
scheduled ON function.
The "last" programmed command overrules the 
"preceding" programmed command and will remain 
active until the "next" programmed command occurs.

Example: imagine the actual time is 17:30 and actions 
are programmed at 13:00, 16:00 and 19:00. The "last" 
programmed command (16:00) overruled the 
"previous" programmed command (13:00) and will 
remain active until the "next" programmed command 
(19:00) occurs.

So in order to know the actual setting, one should consult 
the last programmed command. It is clear that the "last" 
programmed command may date from the day before. 
Refer to "Consulting programmed actions" on page 17.
The controller will be switched off (operation LED will 
stop working).
However the schedule timer icon will stay displayed 
which means that the domestic heating stays enabled.

When pushing 
the r/p button

The schedule timer for space heating and domestic 
water heating along with the quiet mode will be stopped 
and will not start again.
The schedule timer icon will not be displayed anymore.

T

t
6:30 9:0016:00 0:30

1919°C 1919°C 1919°C

2222°C
2121°C

6262°C 6262°C 6262°C

6565°C
6464°C

62°C

19°C 19°C 19°C

22°C
21°C

62°C 62°C

65°C
64°C

0:30

1

T

t

1818°C

5757°C57°C

18°C

A
5:005:0023:0023:00 5:0023:00

2

T

t
5:00 9:0016:00 23:00

1919°C
1818°C

1919°C

2222°C
2121°C

6262°C
6060°C

6262°C

6565°C
6464°C

60°C

19°C
18°C

19°C

22°C
21°C

62°C 62°C

1919°C

6262°C

19°C

62°C

1919°C

6262°C

19°C

62°C

1919°C

6262°C

19°C

62°C

65°C
64°C

6:30

3

5757°C57°C

6060°C60°C

1 Schedule timer

2 Setback function

3 When both setback function and schedule timer are enabled

A Setback function

B ON/OFF instruction

t Time

T Temperature set point

Room temperature

Leaving water temperature

t

1818°C

6060°C60°C

18°C

A
5:005:0023:0023:00 5:0023:00

2

B

t
9:0016:00

1919°C 1919°C

2222°C
2121°C

6262°C 6262°C

6565°C
6464°C19°C 19°C

22°C
21°C

62°C 62°C

65°C
64°C1

OFF ONON

6:300:30

B

t
6:30 9:0016:00 23:00

1919°C 1919°C

2222°C
2121°C

6262°C 6262°C

6565°C
6464°C19°C 19°C

22°C
21°C

62°C 62°C

65°C
64°C

3

OFF ONON

1818°C

6060°C60°C

18°C
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Domestic water heating

Refer to "Programming domestic water heating" on page 15.

Domestic water heating can be done through several standard
operation modes:

■ Automatic storage: by field setting, once during night and/or
once during the afternoon the water is heated till storage set
point.

■ Manual storage: if due to special circumstances, production of
hot water (till storage set point) is needed immediately (1 time),
this function can be used.

■ Reheat: the reheat function can be activated next to or separate
from the automatic storage operation if the user wants to keep
the domestic hot water tank at the minimum reheat temperature.

Next to the standard domestic water heating operation modes, it is
also possible to freely program the domestic water heating operation
through the schedule timer (refer to "Programming domestic water
heating" on page 15). Then the mode is switched on or off at a
scheduled time. 4 actions can be programmed per mode. These
actions are repeated daily (additional schedule of storage on top of
the automatic day and night storage functionality).

Quiet mode

Refer to "Programming quiet mode" on page 16.

Switch the mode on or off at a scheduled time. 4 actions can be
programmed per mode. These actions are repeated daily.

5.9. Programming and consulting the schedule timer

Programming the schedule timer is flexible (you can add, remove or
alter programmed actions whenever required) and straightforward
(programming steps are limited to a minimum). However, before
programming the schedule timer, remind:

■ Familiarize yourself with the icons and the buttons. You will need
them when programming. Refer to "5.1. Remote controller
buttons and icons" on page 4.

■ Fill out the form at the very end of this manual. This form can
help you define the required actions for each day. 

■ Take your time to enter all data accurately.

■ Try to program the actions in a chronological way: start with
action 1 for the first action and end with the highest number for
the last action. This is not a requirement but will simplify the
interpretation of the program later.

■ If 2 or more actions are programmed for the same day and at the
same time, only the action with the highest action number will be
executed.

Example:

■ You can always alter, add or remove the programmed actions
later.

INFORMATION

■ Remark that only the time when domestic water
heating must start and stop can be programmed in the
schedule timer. When domestic water heating is
enabled, the water will be heated till storage set point.
The storage set point is set through field setting.

■ For energy-saving reasons, keep hours with low
electricity cost tariffs in mind when programming the
schedule timer for domestic water heating.

INFORMATION

■ When power returns after a power supply failure, the
auto restart function reapplies the user interface
settings at the time of the power supply failure (if time
is shorter than 2 hours). It is therefore recommended
to leave the auto restart function enabled.

■ The programmed schedule is time driven. Therefore, it
is essential to set the clock and the day of the week
correctly.
Refer to "5.2. Setting the clock" on page 5.

■ When the schedule timer is not enabled (p icon not
displayed), schedule timer actions will not be
executed!

■ The programmed actions are not stored according to
their timing but according to the time of programming.
This means that the action that was programmed first
gets action number 1, even though it is executed after
other programmed action numbers.

Programmed actions Executed actions

Time 
(hour)

Temperature 
(°C)

Time 
(hour)

Temperature 
(°C)

1 18:00 — OFF 1 06:00 — 21

2 08:00 — 23 2 08:00 — 23

3 06:00 — 21 3 18:00 — OFF

4 18:00 — 26
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Programming space heating Programming space heating is carried out as follows:

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to program by means
of the pi and pj buttons.

The actual mode is blinking.

3 Press the < button to confirm the selected mode.

The actual day is blinking.

4 Select the day you would like to consult or to program by means
of the pi and pj buttons.

The selected day is blinking.

5 Press the < button to confirm the selected day.

6 Hold down the < button for 5 seconds to program the detailed
actions.

The first programmed action of the selected day appears.

7 Use the < button to select the action number you would like to
program or to modify.

8 Use the pi and pj buttons to set the correct action time.

9 Use the ébi and ébj buttons to set the leaving water
temperature.

10 Use the bi and bj buttons to set the room temperature.

11 Use the ba button to select:

- x: to switch heating and the remote controller  off.
- a: to select automatic temperature calculation for leaving 

water temperature
Use the ébi and ébj buttons to set the appropriate
shift value (refer to "5.3. Space heating operation (h)" on page 6
for more information about weather dependent set point).

12 Repeat steps 7 to 11 to program the other actions of the
selected day.

When all actions have been programmed, make sure that the
display shows the highest action number you would like to save.

13 Press the < button for 5 seconds to store the programmed
actions.

If the < button is pressed when action number 3 is displayed,
actions 1, 2 and 3 are stored but 4 is deleted.
You automatically return to step 6.
By pressing the pr button several times, you return to previous
steps in this procedure and finally return to normal operation.

14 You automatically return to step 6, start again to program the
following day.

5 sec

5 sec

INFORMATION

Returning to previous steps in the programming procedure
without saving modified settings is done by pressing the
pr button.
HXHD125A7V1B
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Programming domestic water heating Programming domestic water heating is carried out as follows:

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to program by means
of the pi and pj buttons.

The actual mode is blinking.

3 Press the < button to confirm the selected mode.

4 Select the day you would like to program by means of the pi

and pj buttons.

The actual day is blinking.

5 Press the < button to confirm the selected day.

6 Hold down the < button for 5 seconds to the program the
detailed actions.

The first programmed action of the selected day appears.

7 Use the < button to select the action number you would like to
program or to modify.

8 Use the pi and pj buttons to set the correct action time.

9 Use the ba button to select or deselect x as action.

10 Repeat steps 7 to 9 to program the other actions of the selected
mode.

When all actions have been programmed, make sure that the
display shows the highest action number you would like to save.

11 Press the < button for 5 seconds to store the programmed
actions.

If the < button is pressed when action number 3 is displayed,
actions 1, 2 and 3 are stored but 4 is deleted.
By pressing the pr button several times, you return to previous
steps in this procedure and finally return to normal operation.

12 You automatically return to step 5, start again to program the
following day.

INFORMATION

Returning to previous steps in the programming procedure
without saving modified settings is done by pressing the
pr button.
Operation manual

15
HXHD125A7V1B

VRVIII system indoor unit
4PW62585-1 – 11.2010



Programming quiet mode Programming quiet mode is carried out as follows:

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to program by means
of the pi and pj buttons.

The actual mode is blinking.

3 Press the < button to confirm the selected mode.

4 Consult the actions by means of the pi and pj buttons.

5 Hold down the < button for 5 seconds to the program the
detailed actions

The first programmed action appears.

6 Use the < button to select the action number you would like to
program or to modify.

7 Use the pi and pj buttons to set the correct action time.

8 Use the ba button to select or deselect x as action.

9 Repeat steps 6 to 8 to program the other actions of the selected
mode.

When all actions have been programmed, make sure that the
display shows the highest action number you would like to save.

10 Press the < button for 5 seconds to store the programmed
actions.

If the < button is pressed when action number 3 is displayed,
actions 1, 2 and 3 are stored but 4 is deleted.
By pressing the pr button several times, you return to previous
steps in this procedure and finally return to normal operation.

11 You automatically return to step 5, start again to program the
following day.

INFORMATION

Returning to previous steps in the programming procedure
without saving modified settings is done by pressing the
pr button.
HXHD125A7V1B
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Consulting programmed actions

Consulting space heating, domestic water heating or quiet mode is
carried out as follows:

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to consult by means of
the pi and pj buttons.

The actual mode is blinking.

3 Press the < button to confirm the selected mode.

The actual day is blinking.

4 Select the day you would like to consult by means of the pi

and pj buttons.

The selected day is blinking.

5 Press the < button to confirm the selected day.

The first programmed action of the selected day appears.

6 Use the pi and pj buttons to consult the other
programmed actions of that day.

This is called the readout mode. Empty program actions (e.g. 4)
is not displayed.
By pressing the pr button several times, you return to previous
steps in this procedure and finally return to normal operation.

Tips and tricks

Programming the next day(s)

After confirming the programmed actions of a specific day (i.e. after
pressing the < button for 5 seconds), press the pr button once. You
can now select another day by using the pi and pj buttons
and restart consulting and programming.

Copying programmed actions to next day

In space heating program it is possible to copy all programmed
actions of a specific day to the next day (e.g. copy all programmed
actions from "1" to "2").

To copy programmed actions to the next day, proceed as follows:

1 Press the < button to enter the programming/consulting mode.

The actual mode is blinking.

2 Select the operation mode you would like to program by means
of the pi and pj buttons.

The actual mode is blinking.
You can leave programming by pressing the pr button.

3 Press the < button to confirm the selected mode.

The actual day is blinking.

4 Select the day you would like to copy to the next day by means
of the pi and pj buttons.

The selected day is blinking.
You can return to step 2 by pressing the pr button.

5 Press the < and pr buttons simultaneously for 5 seconds.

After 5 seconds the display will show the next day (e.g. "2" if
"1" was selected first). This indicates that the day has been
copied.
You can return to step 2 by pressing the pr button.

Deleting one or more programmed actions

Deleting one or more programmed actions is done at the same time
as storing the programmed actions.

When all actions for one day have been programmed, make sure that
the display shows the highest action number you would like to save.
By pressing the < button for 5 seconds, you store all actions except
those with a higher action number than the one that is displayed.

E.g. when the < button is pressed when action number 3 is
displayed, actions 1, 2 and 3 are stored but 4 is deleted.

Deleting a mode

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to delete by means of
the pi and pj buttons.

The actual mode is blinking.

3 Press the < and ba button simultaneously for 5 seconds to
delete the selected mode.

Deleting a day of the week

1 Press the < button to enter the programming/consulting mode.

2 Select the operation mode you would like to delete by means of
the pi and pj buttons.

The actual mode is blinking.

3 Press the < button to confirm the selected mode.

The actual day is blinking.

4 Select the day you would like to delete by means of the pi

and pj buttons.

The selected day is blinking.

5 Press the < and ba button simultaneously for 5 seconds to
delete the selected day.

5.10. Operating the remote alarm option

An optional EKRP1HBA digital I/O PCB can be connected to the
indoor unit and be used to remotely monitor your system. This
address card offers 3 voltage free outputs:

■ Output 1 = THERMO ON/OFF 
this output will be enabled when your unit is in space heating
operation.

■ Output 2 = ALARM OUTPUT 
this output will be enabled when your unit is in error condition.

■ Output 3 = DOMESTIC HOT WATER MODE ON/OFF
this output will be enabled when your unit is in domestic water
heating operation.

For more details about the wiring connections of this option, refer to
the wiring diagram of the unit.

5.11. Operating the optional remote controller

If besides the main remote controller the optional remote controller is
installed as well, the main remote controller (master) can access all
settings while the second remote controller (slave) can not access
schedule settings and parameter settings.

Refer to the installation manual for more details.

INFORMATION

Returning to previous steps in this procedure is done by
pressing the pr button.
Operation manual
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5.12. Field settings

The configuration of the Daikin system is done through field settings.

In this operation manual all field settings related to the operation of
the unit and user demand are explained. A list of all those field
settings and default values is given under "5.13. Field settings table"
on page 19. In this same list, we provided for 2 columns to register
the date and value of altered field settings at variance with the default
value.

For a total list of field settings, refer to the installation manual.

All field settings are accessible and programmable through the user
interface on the indoor unit.

Each field setting is assigned a 3-digit number or code, for example
[5-03], which is indicated on the user interface display. The first digit
[5] indicates the 'first code' or field setting group. The second and
third digit [03] together indicate the 'second code'. 

Procedure

To change one or more field settings, proceed as follows.

1 Press the z button for a minimum of 5 seconds to enter FIELD
SET MODE.
The $ icon (3) will be displayed. The current selected field
setting code is indicated ; (2), with the set value displayed to
the right - (1).

2 Press the ébi button to select the appropriate field setting
first code.

3 Press the ébj button to select the appropriate field setting
second code.

4 Press the pfi button and pfj button to change
the set value of the select field setting.

5 Save the new value by pressing the pr button.

6 Repeat step 2 through 4 to change other field settings as
required.

7 When finished, press the z button to exit FIELD SET MODE.

INFORMATION

Changes made to a specific field setting are only stored
when the pr button is pressed. Navigating to a new field
setting code or pressing the z button will discard the
change made.

2

3
1

INFORMATION

■ Before shipping, the set values have been set as
shown under "5.13. Field settings table" on page 19.

■ When exiting FIELD SET MODE, "88" may be
displayed on the remote controller LCD while the unit
initializes itself.

NOTICE

■ When running through the field settings you may
notice that there are some more field settings as there
are mentioned in the "5.13. Field settings table" on
page 19. These field settings are not applicable
and may not be changed!

■ For more information about installation related setting,
see installation manual of the indoor unit. For settings
different from the default value, contact your installer.
HXHD125A7V1B
VRVIII system indoor unit
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5.13. Field settings table

First 
code

Second 
code Setting name

Installer setting at variance with default value
Default 
value Range Step UnitDate Value Date Value

0 Remote control setup

00 Installation related setting(a) 2 2~3 1 —

01 Installation related setting(a) 0 –5~5 0.5 °C

02 Not applicable. Do not change the default value. 1 — — —

03 Status: space heating schedule timer mode
Method 1=1 / Method 2=0 1 (ON) 0/1 — —

04 Not applicable. Do not change the default value. 1 — — —

1 Automatic storage timing for domestic water heating

00 Status: night time storage 1 (ON) 0/1 — —

01 Night time storage start time 1:00 0:00~23:00 1:00 hour

02 Status: day time storage 0 (OFF) 0/1 — —

03 Day time storage start time 15:00 0:00~23:00 1:00 hour

2 Automatic setback function

00 Status: setback operation 1 (ON) 0/1 — —

01 Setback operation start time 23:00 0:00~23:00 1:00 hour

02 Setback operation stop time 5:00 0:00~23:00 1:00 hour

3 Weather dependent set point

00 Low ambient temperature (Lo_A) –10 –20~5 1 °C

01 High ambient temperature (Hi_A) 15 10~20 1 °C

02 Set point at low ambient temperature (Lo_Ti) 70 25~80 1 °C

03 Set point at high ambient temperature (Hi_Ti) 45 25~80 1 °C

4 Disinfection function

00 Status: disinfection operation 1 (ON) 0/1 — —

01 Disinfection operation day selection Fri Mon~Sun — —

02 Disinfection operation start time 23:00 0:00~23:00 1:00 hour

5 Automatic setback and disinfection set point

00 Set point: disinfection operation temperature 70 60~75 5 °C

01 Disinfection operation time duration 10 5~60 5 min

02 Leaving water setback temperature 5 0~10 1 °C

03 Room setback temperature 18 17~23 1 °C

04 Not applicable. Do not change the default value. 0 — — —

6 Option setup

00 Installation related setting(a) 0 (OFF) 0/1 — —

01 Installation related setting(a) 0 (OFF) 0/1 — —

02 Not applicable. Do not change the default value. 0 — — —

03 Not applicable. Do not change the default value. 0 — — —

04 Installation related setting(a) 0 0/2 1 —

7 Option setup

00 Not applicable. Do not change the default value. 0 — — —

01 Not applicable. Do not change the default value. 0 — — —

02 Installation related setting(a) 0 (A) 0/1 — —

03 Installation related setting(a) 0 (OFF) 0/1 — —

04 Installation related setting(a) 0 (OFF) 0/1 — —

8 Option setup

00 Installation related setting(a) 1 (ON) 0/1 — —

01 Not applicable. Do not change the default value. 1 — — —

02 Not applicable. Do not change the default value. 0 — — —

03 Status: low noise level 1 1~3 1 —

04 Installation related setting(a) 0 0~2 1 —
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9 Automatic temperature compensation

00 Installation related setting(a) 0 –2~2 0.2 °C

01 Installation related setting(a) 0 –5~5 0.5 °C

02 Installation related setting(a) 0 –5~5 0.5 °C

03 Not applicable. Do not change the default value. 0 — — —

04 Not applicable. Do not change the default value. 0 — — —

A Option setup

00 Installation related setting(a) 0 0~2 1 —

01 Not applicable. Do not change the default value. 0 — — —

02 Installation related setting(a) 10 5~15 1 °C

03 Installation related setting(a) 35 25~80 1 °C

04 Installation related setting(a) 65 25~80 1 °C

b Domestic hot water set points

00 Set point: reheat minimum temperature 35 35~65 1 °C

01 Set point: reheat maximum temperature 45 35~75 1 °C

02 Status: weather dependent domestic water 
heating 1 (ON) 0/1 — —

03 Set point: storage temperature 70 45~75 1 °C

04 Automatic maximum domestic hot water storage 
temperature 70 55~75 1 °C

C Leaving water temperature limits

00 Installation related setting(a) 80 37~80 1 °C

01 Installation related setting(a) 25 25~37 1 °C

02 Not applicable. Do not change the default value. 20 — — —

03 Not applicable. Do not change the default value. 5 — — —

04 Not applicable. Do not change the default value. 0 — — —

d Domestic water heating retention times

00 Installation related setting(a) 10 5~20 1 —

01 Installation related setting(a) 30 10~60 5 —

02 Installation related setting(a) 15 5~30 5 —

03 Not applicable. Do not change the default value. 15 — — —

04 Not applicable. Do not change the default value. 40 — — —

E Service mode

00 Installation related setting(a) 0 0/1 — —

01 Not applicable. Do not change the default value. 0 — — —

02 Not applicable. Do not change the default value. 0 — — —

03 Not applicable. Do not change the default value. 1 — — —

04 Installation related setting(a) 0 0~2 1 —

F Option setup continued

00 Not applicable. Do not change the default value. 5 — — —

01 Not applicable. Do not change the default value. 0 — — —

02 Installation related setting(a) 1 0~2 1 —

03 Not applicable. Do not change the default value. 10 — — —

04 Not applicable. Do not change the default value. 50 — — —

(a) For more information about installation related setting, see installation manual of the indoor unit. For settings different from the default value, contact your installer.

First 
code

Second 
code Setting name

Installer setting at variance with default value
Default 
value Range Step UnitDate Value Date Value
HXHD125A7V1B
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6. MAINTENANCE

6.1. Maintenance activities

In order to ensure optimal operation of the unit, a number of checks
and inspections should be carried out on the unit at regular intervals,
preferably yearly. This maintenance shall be carried out by the
installer or service agent. Refer to the installation manual for more
details.

The only maintenance which may be required by the operator is:

■ keeping the remote controller clean by means of a soft damp
cloth,

■ checking if the water pressure indicated on the manometer is
above 1 bar.

6.2. Important information regarding the refrigerant 
used

This product contains fluorinated greenhouse gases covered by the
Kyoto Protocol.

Refrigerant type: R134a

GWP(1) value: 1300

Refrigerant type: R410A

GWP(1) value: 1975

(1) GWP = global warming potential

Periodical inspections for refrigerant leaks may be required
depending on the applicable legislation. Please contat your installer
for more information.

7. TROUBLESHOOTING

This section provides useful information for diagnosing and correcting
certain problems which may occur with the unit.

WARNING

If the supply cord is damaged, it must be replaced by the
manufacturer, its agent or similar qualified persons in order
to avoid hazards.

WARNING

During longer periods of standstill, e.g. during summer with
a heating only application, it is very important NOT TO
SWITCH OFF THE POWER SUPPLY towards the unit.

Switching off the power supply stops the automatic
repetitive movement of the pump in order to prevent it from
getting jammed.

POSSIBLE CAUSES CORRECTIVE ACTIONS

No readings on the remote controller 
(blank display)

• Check if the mains power is still 
connected to your installation.

• The benefit kWh rate power 
supply is active (see installation 
manual).

One of the error codes appears Consult your local dealer.
Refer to the installation manual for a 
detailed list of error codes.

The schedule timer does work but 
the programmed actions are 
executed at the wrong time
(e.g. 1 hour too late or too early)

Check if the clock and the day of the 
week are set correctly, correct if 
necessary.

The domestic hot water schedule 
timer is programmed but does not 
work.

In case the pr icon is not displayed, 
push the pr button to enable the 
schedule timer.

Capacity shortage Consult your local dealer.
Operation manual

21
HXHD125A7V1B

VRVIII system indoor unit
4PW62585-1 – 11.2010





4PW62585-1 11.2010

C
op

yr
ig

ht
 2

01
1 

D
ai

ki
n


	Operation manual
	1. Definitions
	1.1. Meaning of warnings and symbols
	1.2. Meaning of used terms

	2. General safety precautions
	3. Introduction
	3.1. General information
	3.2. Scope of this manual

	4. Quick start-up of the unit
	5. Operation of the unit
	5.1. Remote controller buttons and icons
	5.2. Setting the clock
	5.3. Space heating operation (h)
	5.4. Domestic water heating operation (w)
	5.5. Other operation modes
	5.6. Simultaneous demand of space heating and domestic water heating
	5.7. Temperature read-out mode
	5.8. Schedule timer operation
	5.9. Programming and consulting the schedule timer
	5.10. Operating the remote alarm option
	5.11. Operating the optional remote controller
	5.12. Field settings
	5.13. Field settings table

	6. Maintenance
	6.1. Maintenance activities
	6.2. Important information regarding the refrigerant used

	7. Troubleshooting



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.3
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile (None)
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 600
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [595.276 841.890]
>> setpagedevice


